
1. THIS DRAWING IS DIAGRAMMATIC ONLY AND DOES

NOT REPRESENT FIELD CONDITIONS.  NETWORK

WIRING IS NOT SHOWN.

2. REFER TO DEVICE MANUALS FOR INSTALLATION

AND WIRING REQUIREMENTS OF EACH DEVICE.

REFERENCE NOTES:

GENERAL NOTES:GENERAL NOTES:

1 TYPICAL WIRING SCHEMATIC 
NTS

3 TYPICAL VALVE WIRING SCHEMATIC - SIX GAS CABINETS
NTS

MODULES RECEIVING SIGNALS FROM GAS

TRANSMITTERS ARE MOUNTED BELOW THE

TRANSMITTERS.  SEE SHEET D-713.  NOTE THIS IS A

DIAGRAMMATIC ILLUSTRATION.  FIELD INSTALLATION

MAY VARY.
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2 TYPICAL VALVE WIRING SCHEMATIC - TWO GAS CABINETS
NTS
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CAUTION: DO NOT SCALE DRAWINGS.

THIS REPRODUCTION MAY BE AT A SIZE DIFFERENT THAN ORIGINALLY DRAWN.  EXP ASSUMES

NO RESPONSIBILITY FOR INCORRECT SCALING. UNAUTHORIZED REPRODUCTION OR REUSE IS

STRICTLY PROHIBITED. NOT PUBLISHED - ALL RIGHTS RESERVED. EXP EXPRESSLY DISCLAIMS

RESPONSIBILITY ARISING FROM UNAUTHORIZED USE OF THESE DRAWINGS AND NOTES.
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